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11.0 WATER RESOURCES RESPONSES 

11.1 Appendix B (g)(1) 

Comment 

Please provide a description of the construction laydown and parking areas. 

Response 

A description is provided below of the construction laydown and parking area. 

50th & Seville St. Laydown Area 

The laydown area contains approximately 26,000 square feet of which two-thirds of the 
area has asphalt paving and the remaining area has a gravel base covering.  The area is 
enclosed with an 8-foot chain link fence with gates for vehicle and pedestrian ingress 
and egress. The six-inch curb on the west side of Seville Street runs from the north 
fence line to the south boundary and contains drainage flow to within the site until 
reaching the end of curb which enables the flow from the site to be directed to an 
existing catch basin located on the west side of Seville Street.  The gravel area on the 
north portion is flat and is abutted by the asphalt paving in the southern portion. 
Minimum drainage flow is expected from the gravel-covered area.  There is no water 
demand associated with the laydown area since there is no vegetation within the fenced 
area. 

50th & Soto St. Parking Lot 

This is an existing 50,400 square feet parking lot, which is asphalt paved throughout and 
is enclosed by an 8-foot chain link fence.  The lot has gates for vehicle and pedestrian 
ingress and egress.  The parking lot elevations enable drainage to occur in an east to 
west direction to an existing catch basin located on Soto Street near the southwest 
corner of the property.  There is no water demand associated with the parking lot since it 
is completely paved with no vegetation within the fenced area. 

11.2 Appendix B (g)(14)(A)(i) 

Comment 

Please provide a complete list of the waste discharge requirements and limits for POTW 
to accept wastewater from the project.  Include all limits of concern to this project, such 
as TDS, which may be influencing the cycles of concentration. 
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Response 

A complete list of all of the wastewater discharge requirements and limits for the POTW 
is included in Tables 8.14-3 and 8.14-6 on pages 8.14-18 and 8.14-20 of the AFC, 
respectively and in Section 8.14.1.2.3 Wastewater Discharge on page 8.14-5 of the 
AFC.  TDS and chloride are the factors limiting the cycles of concentration in the 
proposed cooling tower.  The estimated maximum process concentrations for operation 
of the cooling tower are 4,084 mg/L TDS and 1,024 mg/L for chloride.  These are limiting 
factors for operation of the cooling tower without detrimental affect to the machinery and 
structure. 

There are no discharge limits for TDS from the project site to the sewer because the 
POTW to which this plant’s wastewater will discharge to (Joint Water Pollution Control 
Plant) has an ocean discharge.  Therefore, TDS will not affect the POTW treatment 
process nor will it impact the receiving water (Pacific Ocean). 

11.3 Appendix B (g)(14)(A)(ii) 

Comment 

Please provide all information required to apply for a National Pollutant Discharge 
Elimination System (NPDES) Permit in the region where the project will be located. 

Please provide all the information required by the Public Owned Treatment Works 
(POTW) holding the NPDES permit to accept the project wastewater.  Include all effluent 
limits and all conditions contained in any required Industrial Wastewater Discharge 
Permit or similar permit, which the project must meet to comply with the POTW’s 
NPDES permit conditions and effluent limits.  Include a description of any pretreatment 
requirements necessary for the project to discharge it wastewater to this facility under 
the existing NPDES permit. 

Response 

The City submitted the following permit applications for the construction and operation of 
the MGS on February 21, 2002 to the State Water Resources Control Board (SWRCB): 

1. Notice of Intent (NOI) – General Permit to Discharge Storm Water Associated 
with Construction Activities.  A copy of this NOI is provided in Appendix E. 

2. Notice of Intent – General Permit to Discharge Storm Water Associated with 
Industrial Activities.  A copy of this NOI is provided in Appendix E. 

The SWRCB has assigned the Identification Numbers 419S317697 and 419S017169 for 
the construction and industrial activities, respectively.  A copy of the letter received from 
the SWRCB for each NOI is provided in Appendix E.  The City has also prepared the 
draft Industrial and Construction Activities Storm Water Pollution Prevention Plan 
(SWPPP) / Monitoring Programs for the project as part of the National Pollutant 
Discharge Elimination System requirements.  The table of contents of both SWPPPs are 
provided in Appendix E. 
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A draft industrial wastewater discharge permit application was provided in Appendix P of 
the AFC.  This permit application has been submitted to the City of Vernon, Department 
of Community Services & Water.  The application was developed in accordance to the 
County Sanitation Districts of Los Angeles County’s (CSDLAC’s) sewer ordinance 
(http://www.lacsd.org/iw/iwmain.htm) and industrial wastewater discharge permit 
requirements (“Information and Instructions for Obtaining an Industrial Wastewater 
Discharge Permit” at http://www.lacsd.org/iw/IWPERMIT.htm).  Although CSDLAC can 
prescribe effluent limits for each industrial facility on a case-by-case basis, the projected 
effluent limits based on the industrial classification are provided in the sewer ordinance 
and are reflected in Tables 8.14-3, 8.14-5, and 8.14-6 in the AFC.  All permit conditions 
again are prescribed in the sewer ordinance and are addressed in Section 8.14.1.2.3.  
The pretreatment system will essentially consist of a coalescing oil-water separator and 
a flow monitoring system, which are described in Section 8.14.2.2 on page 8.14-11 in 
the AFC and in Appendix P.  A letter from the CSDLAC was received on February 12, 
2002 stating their willingness to accept the waste generated by the MGS.  This letter is 
shown as Figure 11-1. 

11.4 Appendix B (g)(14)(B)(i) 

Comment 

Please provide a hydrostrategraphic map at the appropriate scale of the groundwater 
bodies and related geologic structures. 

Response 

The two maps in Figures 11-2 and 11-3 show the aerial view and the idealized geologic 
sections (hydrostrategraphic) of the project vicinity.  Cross sections K-K’ and A’-A” are 
just west and north of the project site respectively.  These maps were obtained from the 
Planned Utilization of the Groundwater Basins of the Coastal Plain of Los Angeles 
County:  Bulletin No. 104, Appendix A Groundwater Geology (Reprinted April 1988), 181 
pp., 52 plates (Department of Water Resources, 1961). 

Additional Comment 

Please provide a clearer copy or enlarged copy of Figures 11-2 & 3.  Please show the 
location of K-K’ and A’-A” on Figure 11-2. 

Additional Response 

Clear copies of Figures 11-2 & 11-3 are provided.  The location of K-K’ and A’-A” are 
also shown on Figure 11-2 

11.5 Appendix B (g)(14)(B)(ii) 

Comment 

Please provide a map at the appropriate scale of the surface water bodies. 
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Response 

The surface water map is presented in Figure 11-4.  This map was obtained from the 
Water Quality Control Plan Los Angeles Region, Basin Plan for the Coastal Watersheds 
of Los Angeles and Ventura Counties (RWQCB, 1994). 

11.6 Appendix B (g)(14)(C)(i) 

Comment 

Please address the inconsistencies concerning the use of potable water for cooling in 
the executive summary. 

Please provide the source of the fire protection water. 

Response 

The executive summary does not describe the emergency makeup for the raw water 
tank from the potable water connection.  This is an error.  There will be an emergency 
connection to the potable water connection.  This connection will only be used in the 
event that the reclaimed water is unavailable for more than 8 hours.  The amount of 
potable water usage in the AFC is for non-emergency use. 

The source of the fire protection water is the existing equipment jacket cooling water 
tank, approximately 275,000 gallons.  The fire protection design criteria requires 150,000 
gallons. The vertical fire pumps will take suction directly from this tank.  This existing 
tank is filled via an existing 4” potable water connection to the tank. 

The existing tank does not have a drain connection.  If the fire pumps are energized to 
respond to an incident the tank will begin filling immediately with potable water from the 
existing connection. 

To clarify, the discussion from the Discipline Design Basis has been reproduced here: 

A fire pump skid with electric, diesel, and jockey pumps will be designed and 
installed as required.  The system will include an electric motor driven, vertical 
fire pump as the primary pump.  A diesel-driven vertical fire pump is provided as 
backup.  An electric motor driven, vertical jockey pump is supplied to maintain 
pressure in the fire protection loop.  The fire pump skid includes local and remote 
alarm and control panels.  The existing equipment jacket cooling water tank, 
approximately 275,000 gallons will supply water.  The needed fire protection 
water demand is 150,000 gallons for the 1,250-gpm fire pump system.  The 
underground fire main will connect to this pump discharge. 
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11.7 Appendix B (g)(14)(C)(ii) 

Comment 

Please provide a complete list of the physical and chemical characteristics of the 
discharge water.  If the TDS is the factor limiting the cycles of concentration, then the 
expected TDS of the wastewater should be stated. 

Response 

A list of the pertinent physical and chemical characteristics for wastewater discharge is 
included in Tables 8.14-5 and 8.14-6 on pages 8.14-19 and 8.14-20 of the AFC.  TDS 
and chloride are the factors limiting the cycles of concentration in the proposed cooling 
tower.  The estimated maximum process concentrations for operation of the cooling 
tower are 4,084 mg/L TDS and 1,024 mg/L for chloride.  These are limiting factors for 
operation of the cooling tower without detrimental affect to the machinery and structure.   

There are no discharge requirements to the sewer for either TDS or chloride because 
the POTW to which this plant’s wastewater will discharge to (Joint Water Pollution 
Control Plant) has an ocean discharge.  Therefore, TDS and chloride will not affect the 
POTW treatment process nor will it impact the receiving water (Pacific Ocean). 

11.8 Appendix B (g)(14)(C)(iii) 

Comment 

Please provide an estimate of the amount of potable water to be used as backup for 
reclaimed water. 

Response 

The raw water storage tank, 480,000 gal will provide approximately 8 hours of operation 
at maximum output.  If the reclaimed water source is interrupted for more than 8 hours, 
potable water can be used for an emergency makeup.  Up to a 1,000 gpm of potable 
water could be delivered.  The Central Basin Municipal Water District’s (CBMWD) Mark 
Tettemer, Recycled Water Project Manager, estimates that the reclaimed water service 
could be interrupted up to five (5) days per year.  The City of Vernon Water Department 
estimates nine (9) days of interruption based on 97.5% availability of reclaimed water.  
Based on 1,000 gpm and nine (9) days (12,960 minutes) of interruption, the amount of 
potable water that could be used as back up for reclaimed water is 12.96 million gallons 
per year. 

11.9 Appendix B (g)(14)(C)(iv) 

Comment 

Please provide a discussion of the auxiliary cooling system. 

Please provide a discussion of the necessary modifications to the reclaimed water 
system to provide peak water demand to the project. 
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Please provide numeric values for the streams in the wastewater streams diagram. 

Response 

The auxiliary cooling water system provides cooling for the combustion turbine generator 
(CTG), steam turbine generator (STG), air compressors, feed pumps and miscellaneous 
balance of plant equipment.  The system includes two 100% circulating water booster 
pumps to circulate cooling tower water through a plate and frame auxiliary cooling water 
heat exchanger.  Two 100% auxiliary cooling water pumps circulate clean cooling water 
to the plants auxiliary heat exchangers and miscellaneous uses.  The circulating water 
booster pumps and auxiliary cooling water pumps will be electrically driven, horizontal 
centrifugal pumps designed and fabricated in accordance with all standards. 

Makeup for the auxiliary cooling water will be the treated water from the water treatment 
system.  A small pot feeder will be used to maintain a biocide in the closed cooling water 
to prevent biological growth.  Potable water is not used for this system.  The auxiliary 
cooling system is the same as or is synonymous with the CTG evaporative cooling 
system described in Section 8.14.2.2 of the AFC. 

There will be three modifications to Central Basin Metropolitan Water District’s 
(CBMWD’s) recycled water distribution system that will be needed to serve the MGS.  
They are: (1) extend the distribution system, (2) install a booster pump station, and (3) 
construct a pressure reducing station. 

CBMWD’s existing reclaimed water distribution system ends in the City of Huntington 
Park near the City of Vernon boundary.  To provide the reclaimed water to the MGS, the 
distribution system will need to be extended into the City of Vernon to the MGS, a 
distance of approximately 1.8-miles.  The diameter of the pipeline has been estimated to 
be 12 to 18-inches to deliver the peak flow of 1,000 gpm and will be refined during the 
final design. 

Based on the MGS peak flow demand of 1,000 gpm and running it’s hydraulic modeling 
program, CBMWD has determined that a booster pump station will be required on the 
24-inch main upstream of the East-West split in the City of Paramount in the existing 
system. 

When the booster pump is operating, a portion of the distribution system will see 
pressure above CBMWD’s typical delivery pressure.  To mitigate this concern, a 
pressure reducing station will be needed on the 8-inch leg in the City of Lynnwood.  The 
exact pressure reduction, location, and size will be refined during final design. 

Figure 3.4-6 in the AFC has been revised to include the potable water, reclaimed water, 
and wastewater flow rates.  The revised figure is included as Figure 11-5. 

Additional Comment 

Please provide a first generation copy of Figure 11-5 of the supplement.  So all numbers 
and notes are legible. 



Malburg Generating Station 
Response to Data Adequacy Recommendation Water Resources Responses 
 

11-7 
K:\Reports\R1382 (Vernon-Combined Cycle)\DataAdequacy3\11.0 Water Resources.doc 5/1/02 

Additional Response 

The old Figure 11-5 has been replaced with the new Figure 11-5. 

11.10 Appendix B (g)(14)(D)(i) 

Comment 

Please provide pre-construction runoff and drainage patterns. 

Response 

The current site has been cleared and the soil has been compacted.  The cleared area 
for the new plant has been crowned in the middle with a 1-foot drop to the edge of the 
property.  The site is surrounded by a sidewalk and curb.  The existing runoff design is 
still maintained, most of the storm water will be absorbed on the site.  Excess storm 
water will runoff the site to the east and west and enter the current stormwater drains in 
the street. 

Figure 11-6 shows the existing grade and has been modified to include the estimated 
directional flow for pre-construction runoff and drainage patterns. 

Additional Comment 

Please provide pre-construction run-off and drainage patterns.  Figure 11-6 of the 
supplement is blurred and unclear.  A colored copy with more contour lines or a first 
generation copy would be helpful. 

Additional Response 

The old Figure 11-6 has been replaced with the new Figure 11-6. 

11.11 Appendix B (g)(14)(D)(ii) 

Comment 

Please provide drainage facilities and design criteria. 

Response 

On-site drainage facilities consist of two 14,000-gallon storm water retention structures 
on the southeast and northwest areas of the site as identified in Figure 3.4-1 of the AFC.  
As indicated on drawing no. 070734 of Appendix P, Attachment A, drainage swales will 
assist in conveying storm water to the retention basins.  After an estimated 0.75-inches 
of rainfall, the retention basins will overflow to the curbsides of Seville Avenue and Soto 
Street where the storm water will flow along the curb to the south to storm water catch 
basins at the corners of Seville Avenue and 50th Street as well as Soto and 50th 
Streets.  As indicated in Section 8.14.2.2 on page 8.14-12 of the AFC, the design criteria 
is based on the Standard Urban Storm Water Mitigation (SUSMP) requirements called 
for under Los Angeles County Municipal NPDES Permit.  As indicated in Section 3, page 
10 of the SUSMP (http://ladpw.org/wmd/NPDES/table_contents.cfm), the post-
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construction structural or treatment control Best Management Practice (BMP) is 
designed to, “the volume of runoff produced from a 0.75 inch storm event, prior to its 
discharge to a storm water conveyance system”. 

All unpaved areas at the site shall be finish graded.  The unpaved areas of the site will 
either be seeded or covered with six to eight inches of ½” by ¾ ”  gravel to allow some of 
the storm runoff to be absorbed.  Slopes at plant perimeter road and area between 
existing fence and Soto Street will be seeded. 

Minimum graded cross slopes shall be: 

Seeded/graveled Areas:  1 percent or less 

Paved Areas:    1 percent 

11.12 Appendix B (g)(14)(E)(i) 

Comment 

Please provide the effects of project demand on the water supply and other users for the 
reclaimed and potable water. 

Response 

Potable water for the proposed project is estimated to be 14,000 gallons per day, which 
is approximately 0.06 percent of the City’s maximum daily water supply capability.  The 
potable water projected for the proposed project will not adversely impact the City’s 
water supply and is therefore, less than significant.  The City also has adequate water 
supplies to supplement the reclaimed water for cooling purposes if necessary.  Use of 
potable water to supplement reclaimed water would not adversely affect the City’s water 
supplies.  Figure 11-7 is a letter provided by Mr. Kevin Wilson, Director of Community 
Services & Water, indicating that the city of Vernon’s water system is capable of 
providing the potable water needs of MGS.  There is sufficient capacity to provide the 
potable water demand and emergency cooling water when reclaimed water service is 
interrupted. 

The CBMWD has committed in a will serve letter to the City to supply available 
reclaimed water to satisfy the needs for the MGS, which is approximately 1.44 million 
gallons of reclaimed water per day.  Currently, the CBMWD reclaimed water line that 
would serve the proposed project site has a maximum available flow rate of 2.45 mgd.  
Existing users are currently using 0.29 mgd of reclaimed water.  No impacts to reclaimed 
water supplies would occur with operation of the MGS. 

CBMWD has an agreement with the County Sanitation District of Los Angeles 
(CSDLAC) to purchase up to 25,000 acre-feet of recycled water a year.  Last year 
CBMWD purchased lass than 3,500 acre-feet thus there is a sufficient capacity to 
provide the MGS the 1,500 acre-feet the City requested.  Serving the MGS in no way 
diminishes CBMWD’s ability to serve existing customers.  In fact, having an industrial 
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customer that takes recycled water all the time, the water quality will likely be enhanced 
for existing customers due to the increased “turnover” of recycled water in the pipelines. 

11.13 Appendix B (g)(2) 

Comment 

Please provide the information and correct the reference to section 8.14.7 in the 
compliance paragraph of section 8.14.6.1. 

Response 

The reference in question was a mistake.  The paragraph should be as follows: 

“Compliance:  In lieu of an NPDES Permit, the Project will use Notices of Intent (NOIs) to 
comply with the general NPDES requirements that regulate storm water and other 
discharges to water by establishing effluent limitations and monitoring and reporting 
requirements.” 

11.14 Appendix B (h)(2) 

Comment 

Please provide a discussion of the conformity of the Project with LORS.  How is this 
project going to conform?  Please make your answers Project specific as they were in 
the soil resources section. 

Response 

The MGS Project will operate in accordance with all applicable LORS.  The LORS that 
are potentially applicable to the water resources components of the Project are identified 
below.  A discussion of the conformance with the applicable LORS is also provided 
below. 

Federal Authorities and Administering Agencies 

Clean Water Act of 1977 (including 1987 amendments) §402, 33 USC §1342: 40 
CFR Parts 122 - 136.  The Clean Water Act requires a NPDES permit for any discharge 
of pollutants from a point source to waters of the United States.  This law and its 
regulations apply to storm water and other discharges into waters of the United States.  
The Clean Water Act requires a general construction activities permit for discharge of 
storm water from construction sites disturbing five acres or more.  The State of California 
Water Resources Control Board administers this federal permit requirement. 

The administering agency for the above authority is the Regional Water Quality Control 
Board (RWQCB), Los Angeles Region (4) under the direction of the State Water 
Resources Control Board (SWRCB). 

Compliance: The City prepared and submitted the following permit applications for the 
construction and operation of the MGS on February 21, 2002 to the State Water 
Resources Control Board (SWRCB): 
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• Notice of Intent (NOI) – General Permit to Discharge Storm Water 
Associated with Construction Activities.  A copy of this NOI is provided in 
Appendix E. 

• Notice of Intent – General Permit to Discharge Storm Water Associated 
with Industrial Activities.  A copy of this NOI is provided in Appendix E. 

The SWRCB has assigned the Waste Discharge Identification Numbers (WDID) 
419S317697 and 419S017169 for the construction and industrial activities, respectively.  
A copy of the letters received from the SWRCB for each NOI is provided in Appendix E.  
The City has also prepared the draft Construction and Industrial Activities Storm Water 
Pollution Prevention Plans (SWPPP) / Monitoring Programs for the Project as part of the 
National Pollutant Discharge Elimination System (NPDES) requirements.  The table of 
contents of both SWPPPs are provided in Appendix E. 

The MGS Project is required by statutes to procure for the supply of water to the site and 
provide for its disposal.  The MGS Project has been issued the following will-serve 
letters from state and local agencies: 

• County Sanitation Districts of Los Angeles County for Waste Water Service 
(Figure 11-1) 

• City of Vernon Department of Community Services & Water for Potable 
Water (Figure 11-7) 

• Central Basin Municipal Water District for Reclaimed Water (Figure 11-8) 

The Industrial Wastewater Discharge Permit application for discharge to the sewer was 
prepared and submitted to the City of Vernon, Department of Community Services & 
Water for review and approval.  Once approved, the City will forward the application to 
the County Sanitation Districts of Los Angeles County for review and approval and 
issuance of the industrial wastewater discharge permit. 

40 CFR Parts 125 and 143.  In-plant waste streams and once-through cooling water 
must comply with effluent limitations, pretreatment standards, and new source 
performance standards for the “Steam Electric Power Generating Point Source 
Category.” 

The administering agency for the above authority is EPA Region IX. 

Compliance:  The City has prepared and submitted an Industrial Wastewater Discharge 
Permit application to the City of Vernon, Department of Community Services & Water.  
This permit is a dual permit with the County Sanitation Districts of Los Angeles County.  
The County Sanitation District’s Wastewater Ordinance sets forth pretreatment 
standards for industrial users.  The Industrial Wastewater Discharge Permit describes 
the process for MGS to comply with effluent limitations. 

Federal Endangered Species Act (FESA) 16 USC §1536(3,4).  The USFWS must 
determine whether a project will affect a federally listed threatened or endangered 



Malburg Generating Station 
Response to Data Adequacy Recommendation Water Resources Responses 
 

11-11 
K:\Reports\R1382 (Vernon-Combined Cycle)\DataAdequacy3\11.0 Water Resources.doc 5/1/02 

species or result in destruction or adverse modification of critical habitat. In addition, any 
agency reviewing a proposed project within its jurisdiction must determine whether any 
federally listed threatened or endangered species may be present in the project area 
and determine whether the proposed Project could have a potentially significant impact 
on such species. 

The administering agency for the above authority is the USFWS. 

Compliance:  Based on a review of the California National Diversity Database (CNDDB), 
there are no special status species within a one-mile radius of the property boundary of 
the Project. 

State Authorities and Administering Agencies 

The California Porter-Cologne Water Quality Control Act 1998: California Water 
Code §13000-14957: Division 7. Water Quality.  The Porter-Cologne Water Quality 
Control Act authorizes the state to develop and implement a statewide program for the 
control of the quality of all waters of the state.  The Act establishes the SWRCB and 
each of the nine (9) regional boards as the principal state agencies with primary 
responsibility for the coordination and control of water quality. Under §13172, siting, 
operation, and closure of waste disposal sites are regulated.  The SWRCB requires 
classification of the waste and the disposal site.  Discharges of waste must comply with 
the groundwater protection and monitoring requirements of the Resource Conservation 
and Recovery act of 1976, as amended (42 USC Sec. 6901 et seq.), and any federal 
acts which amend or supplement the Resource Conservation and Recovery Act of 1976, 
together with any more stringent requirements necessary to implement this revision or 
Article 9.5 (commencing with Section 25208) of Chapter 6.5 of Division 20 of the Health 
and Safety Code.  The discussion in Section 7.5 is also applicable. 

The administering agencies for the above authorities are the CEC, SWRCB, and the 
RWQCB. 

Compliance:  The Project will comply with regulations for disposal of hazardous and non-
hazardous wastes as administered and regulated by the City of Vernon’s Environmental 
Health Department and the RWQCB.  Tables 8.13-1 and 8.14-4 in the AFC provide a 
listing of anticipated construction and operational waste streams along with associated 
on-site and off-site management methods of those waste streams.  The anticipated 
wastes generated during construction and operation of the MGS will be managed off-site 
for disposal and/or recycled at permitted solid waste disposal facilities identified in Table 
8.13-2 of the AFC and permitted Class I (for disposal/recycling of hazardous and non-
hazardous waste streams) facilities, which are listed in Table 8.13-3 of the AFC.  The 
permitted solid waste disposal facilities are managed by the Los Angeles Regional 
Water Quality Control Board No. 4, and the Class I Waste Disposal facilities are 
permitted as Treatment, Storage, and Disposal Facilities (TSDFs) under the Resource 
Conservation and Recovery Act (RCRA). 
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California Constitution, Article 10 §2.  This article prohibits the waste or unreasonable 
use of water, and regulates the method of use and method of diversion of water. 

The administering agency for the above authority is the SWRCB. 

Compliance: The Project is designed with a cooling tower, which will recycle plant-
cooling tower.  Thus, the Project will comply with the State constitution. 

State Water Resources Control Board, Resolution 75-58 (June 18, 1975).  The 
SWRCB prescribes state water quality control policy on the use and disposal of inland 
water used for power plant cooling. 

The administering agencies for the above authority are the SWRCB and the CEC. 

Compliance: The Project will not be affected by this policy. 

California Water Code §13260-13269: 23 CCR Chapter 9.  The code requires the filing 
of a report of waste discharge and provides for the issuance of waste discharge 
requirements with respect to the discharge of any waste that can affect the quality of the 
waters of the state.  The waste discharge requirements will serve to enforce the relevant 
water quality protection objectives of the Water Quality Control Plan and federal, 
technology-based effluent standards applicable to the proposed MGS.  With respect to 
potential water pollution from construction activities, the waste discharge requirements 
may incorporate requirements based on the Clean Water Act § 402(p) and implementing 
regulations at 40 CFR Parts 122 seq., as administered by the RWQCB. 

The administering agency for the above authority is the RWQCB. 

Compliance:  The Project will comply with waste discharge requirements for the disposal 
of wastes generated at the MGS.  Tables 8.13-1 and 8.14-4 in the AFC provide a listing 
of anticipated construction and operational waste streams along with associated on-site 
and off-site management methods of the waste streams.  The anticipated wastes 
generated during construction and operation of the MGS will be managed off-site for 
disposal and/or recycled at permitted solid waste disposal facilities, which are identified 
in Table 8.13-2 of the AFC and permitted Class I (for disposal/recycle of hazardous and 
non-hazardous waste streams) facilities listed in Table 8.13-3 of the AFC. 

California Water Code §13271-13272: 23 CCR §2250-2260.  These code sections 
require reporting of releases of specified reportable quantities of hazardous substances 
or sewage (§13271) and releases of specified quantities of oil or petroleum products 
(§13272), when the release is into, or where it will likely discharge into, waters of the 
state.  For releases into or threatening surface waters, a “hazardous substance” and its 
reportable quantities are those specified at 40 CFR §116.5, pursuant to §311(b)(2) of the 
Federal Clean Water Act, 33 USC §13271(b)(2).  For releases into or threatening ground 
water, a “hazardous substance” is any material listed as hazardous pursuant to the 
California Hazardous Waste Control Act, Health & Safety Code §25100-2520.24, and 
the reportable quantities are those specified at 40 CFR Part 302. 
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The administering agencies for the above authority are the Los Angeles RWQCB, and 
the California Office of Emergency Services. 

Compliance:  Although such releases are not anticipated, the Project would comply with 
the reporting requirements, as included in the MGS Spill Prevention and Control and 
Countermeasure Plan (SPCC). 

California Public Resources Code §25523(a): 20 CCR §1752, 1752.5, 2300-2309. 
and Chapter 2 Subchapter 5. Article 1, Appendix B, Part (1).  The code provides for 
the inclusion of requirements in the CEC’s decision on an AFC to assure protection of 
environmental quality and requires submission of information to the CEC concerning 
proposed water resources and water quality protection. 

The administering agency for the above authority is the CEC. 

Compliance:  The City prepared and submitted the following permit applications for the 
construction and operation of the MGS on February 21, 2002 to the State Water 
Resources Control Board (SWRCB): 

• Notice of Intent (NOI) – General Permit to Discharge Storm Water 
Associated with Construction Activities.  A copy of this NOI is provided in 
Appendix E. 

• Notice of Intent – General Permit to Discharge Storm Water Associated 
with Industrial Activities.  A copy of this NOI is provided in Appendix E. 

The SWRCB has assigned the Waste Discharge Identification Numbers (WDID) 
419S317697 and 419S017169 for the construction and industrial activities, respectively.  
A copy of the letters received from the SWRCB for each NOI is provided in Appendix E.  
The City has also prepared the draft Construction and Industrial Activities Storm Water 
Pollution Prevention Plans (SWPPP) / Monitoring Programs for the Project as part of the 
National Pollutant Discharge Elimination System (NPDES) requirements.  The table of 
contents of both SWPPPs are provided in Appendix E. 

California Water Code (CWC) §13550 et seq.  Requires use of reclaimed water where 
available and appropriate.  The State Water Resources Control Board also adopted 
Resolution 75-58, which encourages the use of wastewater for power plant cooling and 
established the following order of preference for cooling purposes: 

• Wastewater discharged to the ocean 

• Ocean water 

• Brackish water or irrigation return flow 

• Inland wastewater with low total dissolved solids (TDS) 

• Other inland water. 

The administering agency for the above authority is the SWRCB and the Los Angeles 
RWQCB. 
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Compliance: The Project has received a will-serve letter from the Central Basin 
Municipal Water District for reclaimed water and will use available reclaimed water for 
cooling purposes at the facility. 

California Environmental Quality Act. Public Resources Code §21000 et seq.: 
CEQA Guidelines. 14 CCR §15000 et seq.; Appendix G.  The CEQA Guidelines 
(Appendix G) contain definitions of projects, which can be considered to cause 
significant impacts to water resources. 

The administering agency for the above authority is the CEC. 

Compliance:  Based on the water resources analysis conducted for the Project, the 
Project is not expected to cause significant impacts to water sources, as described in 
Section 8.14 of the AFC (water Resources). 

The California Safe Drinking Water and Toxics Enforcement Act (California Health 
& Safety Code §25249.5 et seq.).  Prohibits actions contaminating drinking water with 
chemicals known to cause cancer or possessing reproductive toxicity. 

The administering agency for the above authority is the Los Angeles RWQCB. 

Compliance: The Project will discharge industrial wastewater to the County Sanitation 
Districts of Los Angeles County’s sewer system.  An Industrial Wastewater Discharge 
Permit application has been prepared and submitted to the City of Vernon, Department 
of Community Services & Water for review and approval before being sent to the County 
Sanitation District for their approval and issuance of the permit. 

California Endangered Species Act (CESA) California Fish and Game Code 2070.  
Any agency reviewing a proposed project must determine whether any State listed 
endangered or threatened species may be present in the project area and whether the 
Project will have a potentially significant impact on such species.  The California 
Department of Fish and Game (CDFG) has the responsibility for maintaining a list of 
threatened, endangered, and “candidate”, species and “species of special concern” 
which serve as “watch lists.” 

The administering agency for the above authority is the CDFG. 

Compliance:  Based on a review of the CNDDB, there are no special status species 
within a one-mile radius of the property boundary of the project site. 

General Industrial Activities Storm Water Permit 40 CFR 122.123 and 12.  Storm 
water runoff from industrial facilities must comply with standards. 

The administering agency for the above authority is the SWRCB. 

Compliance:  The City submitted an NOI to the SWRCB in March 2002 to gain coverage 
under the State’s General Industrial Activities Storm Water Permit.  The City’s WDID is 
419S017169.  The City has also prepared a draft SWPPP. 
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Local Authorities and Administering Agencies 

County Sanitation Districts of Los Angeles County Wastewater Ordinance – April 
1, 1972 (As Amended July 1, 1998) 

Administering Agency: County Sanitation Districts of Los Angeles County/City of Vernon 
Department of Community Services & Water. 

Compliance:  The Project has submitted an Industrial Wastewater Discharge Permit 
application to the City of Vernon and will comply with the discharge limits of the 
Sanitation Districts Industrial Discharge Permit for operation and the City of Vernon’s 
Construction/installation specifications. 

11.15 §2022 (b)(1)(B) 

Comment 

Please provide substantial evidence that the Project as proposed in the application will 
comply with all standards, ordinances, and laws applicable at the time of certification.  
Please provide a discussion regarding compliance with each LORS as was done in the 
soil resources section. 

Response 

The MGS Project will operate in accordance with all applicable LORS.  The LORS that 
are potentially applicable to the water resources components of the Project are identified 
below.  A discussion of the conformance with the applicable LORS is also provided 
below. 

Federal Authorities and Administering Agencies 

Clean Water Act of 1977 (including 1987 amendments) §402, 33 USC §1342: 40 
CFR Parts 122 - 136.  The Clean Water Act requires a NPDES permit for any discharge 
of pollutants from a point source to waters of the United States.  This law and its 
regulations apply to storm water and other discharges into waters of the United States.  
The Clean Water Act requires a general construction activities permit for discharge of 
storm water from construction sites disturbing five acres or more.  The State of California 
Water Resources Control Board administers this federal permit requirement. 

The administering agency for the above authority is the Regional Water Quality Control 
Board (RWQCB), Los Angeles Region (4) under the direction of the State Water 
Resources Control Board (SWRCB). 

Compliance: The City prepared and submitted the following permit applications for the 
construction and operation of the MGS on February 21, 2002 to the State Water 
Resources Control Board (SWRCB): 

• Notice of Intent (NOI) – General Permit to Discharge Storm Water 
Associated with Construction Activities.  A copy of this NOI is provided in 
Appendix E. 
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• Notice of Intent – General Permit to Discharge Storm Water Associated 
with Industrial Activities.  A copy of this NOI is provided in Appendix E. 

The SWRCB has assigned the Waste Discharge Identification Numbers (WDID) 
419S317697 and 419S017169 for the construction and industrial activities, respectively.  
A copy of the letters received from the SWRCB for each NOI is provided in Appendix E.  
The City has also prepared the draft Construction and Industrial Activities Storm Water 
Pollution Prevention Plans (SWPPP) / Monitoring Programs for the project as part of the 
National Pollutant Discharge Elimination System (NPDES) requirements.  The table of 
contents of both SWPPPs are provided in Appendix E. 

The MGS Project is required by statutes to procure for the supply of water to the site and 
provide for its disposal.  The MGS Project has been issued the following will-serve 
letters from state and local agencies: 

• County Sanitation Districts of Los Angeles County for Waste Water Service 
(Figure 11-1) 

• City of Vernon Department of Community Services & Water for Potable 
Water (Figure 11-7) 

• Central Basin Municipal Water District for Reclaimed Water (Figure 11-8) 

The Industrial Wastewater Discharge Permit application for discharge to the sewer was 
prepared and submitted to the City of Vernon, Department of Community Services & 
Water for review and approval.  Once approved, the City will forward the application to 
the County Sanitation Districts of Los Angeles County for review and approval and 
issuance of the industrial wastewater discharge permit. 

40 CFR Parts 125 and 143.  In-plant waste streams and once-through cooling water 
must comply with effluent limitations, pretreatment standards, and new source 
performance standards for the “Steam Electric Power Generating Point Source 
Category.” 

The administering agency for the above authority is EPA Region IX. 

Compliance:  The City has prepared and submitted an Industrial Wastewater Discharge 
Permit application to the City of Vernon, Department of Community Services & Water.  
This permit is a dual permit with the County Sanitation Districts of Los Angeles County.  
The County Sanitation District’s Wastewater Ordinance sets forth pretreatment 
standards for industrial users.  The Industrial Wastewater Discharge Permit describes 
the process for MGS to comply with effluent limitations. 

Federal Endangered Species Act (FESA) 16 USC §1536(3,4).  The USFWS must 
determine whether a project will affect a federally listed threatened or endangered 
species or result in destruction or adverse modification of critical habitat. In addition, any 
agency reviewing a proposed project within its jurisdiction must determine whether any 
federally listed threatened or endangered species may be present in the project area 
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and determine whether the proposed Project could have a potentially significant impact 
on such species. 

The administering agency for the above authority is the USFWS. 

Compliance:  Based on a review of the California National Diversity Database (CNDDB), 
there are no special status species within a one-mile radius of the property boundary of 
the Project. 

State Authorities and Administering Agencies 

The California Porter-Cologne Water Quality Control Act 1998: California Water 
Code §13000-14957: Division 7. Water Quality.  The Porter-Cologne Water Quality 
Control Act authorizes the state to develop and implement a statewide program for the 
control of the quality of all waters of the state.  The Act establishes the SWRCB and 
each of the nine (9) regional boards as the principal state agencies with primary 
responsibility for the coordination and control of water quality. Under §13172, siting, 
operation, and closure of waste disposal sites are regulated.  The SWRCB requires 
classification of the waste and the disposal site.  Discharges of waste must comply with 
the groundwater protection and monitoring requirements of the Resource Conservation 
and Recovery act of 1976, as amended (42 USC Sec. 6901 et seq.), and any federal 
acts which amend or supplement the Resource Conservation and Recovery Act of 1976, 
together with any more stringent requirements necessary to implement this revision or 
Article 9.5 (commencing with Section 25208) of Chapter 6.5 of Division 20 of the Health 
and Safety Code.  The discussion in Section 7.5 is also applicable. 

The administering agencies for the above authorities are the CEC, SWRCB, and the 
RWQCB. 

Compliance:  The Project will comply with regulations for disposal of hazardous and non-
hazardous wastes as administered and regulated by the City of Vernon’s Environmental 
Health Department and the RWQCB.  Tables 8.13-1 and 8.14-4 in the AFC provide a 
listing of anticipated construction and operational waste streams along with associated 
on-site and off-site management methods of those waste streams.  The anticipated 
wastes generated during construction and operation of the MGS will be managed off-site 
for disposal and/or recycled at permitted solid waste disposal facilities identified in Table 
8.13-2 of the AFC and permitted Class I (for disposal/recycling of hazardous and non-
hazardous waste streams) facilities, which are listed in Table 8.13-3 of the AFC.  The 
permitted solid waste disposal facilities are managed by the Los Angeles Regional 
Water Quality Control Board No. 4, and the Class I Waste Disposal facilities are 
permitted as Treatment, Storage, and Disposal Facilities (TSDFs) under the Resource 
Conservation and Recovery Act (RCRA). 

California Constitution, Article 10 §2.  This article prohibits the waste or unreasonable 
use of water, and regulates the method of use and method of diversion of water. 

The administering agency for the above authority is the SWRCB. 
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Compliance: The Project is designed with a cooling tower, which will recycle plant-
cooling tower.  Thus, the Project will comply with the State constitution. 

State Water Resources Control Board, Resolution 75-58 (June 18, 1975).  The 
SWRCB prescribes state water quality control policy on the use and disposal of inland 
water used for power plant cooling. 

The administering agencies for the above authority are the SWRCB and the CEC. 

Compliance: The Project will not be affected by this policy. 

California Water Code §13260-13269: 23 CCR Chapter 9.  The code requires the filing 
of a report of waste discharge and provides for the issuance of waste discharge 
requirements with respect to the discharge of any waste that can affect the quality of the 
waters of the state.  The waste discharge requirements will serve to enforce the relevant 
water quality protection objectives of the Water Quality Control Plan and federal, 
technology-based effluent standards applicable to the proposed MGS.  With respect to 
potential water pollution from construction activities, the waste discharge requirements 
may incorporate requirements based on the Clean Water Act §402(p) and implementing 
regulations at 40 CFR Parts 122 seq., as administered by the RWQCB. 

The administering agency for the above authority is the RWQCB. 

Compliance:  The Project will comply with waste discharge requirements for the disposal 
of wastes generated at the MGS.  Tables 8.13-1 and 8.14-4 in the AFC provide a listing 
of anticipated construction and operational waste streams along with associated on-site 
and off-site management methods of the waste streams.  The anticipated wastes 
generated during construction and operation of the MGS will be managed off-site for 
disposal and/or recycled at permitted solid waste disposal facilities, which are identified 
in Table 8.13-2 of the AFC and permitted Class I (for disposal/recycle of hazardous and 
non-hazardous waste streams) facilities listed in Table 8.13-3 of the AFC. 

California Water Code §13271-13272: 23 CCR §2250-2260.  These code sections 
require reporting of releases of specified reportable quantities of hazardous substances 
or sewage (§13271) and releases of specified quantities of oil or petroleum products 
(§13272), when the release is into, or where it will likely discharge into, waters of the 
state.  For releases into or threatening surface waters, a “hazardous substance” and its 
reportable quantities are those specified at 40 CFR §116.5, pursuant to §31.1(b)(2) of 
the Federal Clean Water Act, 33 USC §1321(b)(2).  For releases into or threatening 
ground water, a “hazardous substance” is any material listed as hazardous pursuant to 
the California Hazardous Waste Control Act, Health & Safety Code §25100-2520.24, 
and the reportable quantities are those specified at 40 CFR Part 302. 

The administering agencies for the above authority are the Los Angeles RWQCB, and 
the California Office of Emergency Services. 
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Compliance:  Although such releases are not anticipated, the Project would comply with 
the reporting requirements, as included in the MGS Spill Prevention and Control and 
Countermeasure Plan (SPCC). 

California Public Resources Code §25523(a): 20 CCR §1752, 1752.5, 2300-2309. 
and Chapter 2 Subchapter 5. Article 1, Appendix B, Part (1).  The code provides for 
the inclusion of requirements in the CEC’s decision on an AFC to assure protection of 
environmental quality and requires submission of information to the CEC concerning 
proposed water resources and water quality protection. 

The administering agency for the above authority is the CEC. 

Compliance:  The City prepared and submitted the following permit applications for the 
construction and operation of the MGS on February 21, 2002 to the State Water 
Resources Control Board (SWRCB): 

• Notice of Intent (NOI) – General Permit to Discharge Storm Water 
Associated with Construction Activities.  A copy of this NOI is provided in 
Appendix E. 

• Notice of Intent – General Permit to Discharge Storm Water Associated 
with Industrial Activities.  A copy of this NOI is provided in Appendix E. 

The SWRCB has assigned the Waste Discharge Identification Numbers (WDID) 
419S317697 and 419S017169 for the construction and industrial activities, respectively.  
A copy of the letters received from the SWRCB for each NOI is provided in Appendix E.  
The City has also prepared the draft Construction and Industrial Activities Storm Water 
Pollution Prevention Plans (SWPPP) / Monitoring Programs for the Project as part of the 
National Pollutant Discharge Elimination System (NPDES) requirements.  The table of 
contents of both SWPPPs are provided in Appendix E. 

California Water Code (CWC) §13550 et seq.  Requires use of reclaimed water where 
available and appropriate.  The State Water Resources Control Board also adopted 
Resolution 75-58, which encourages the use of wastewater for power plant cooling and 
established the following order of preference for cooling purposes: 

• Wastewater discharged to the ocean 

• Ocean water 

• Brackish water or irrigation return flow 

• Inland wastewater with low total dissolved solids (TDS) 

• Other inland water. 

The administering agency for the above authority is the SWRCB and the Los Angeles 
RWQCB. 
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Compliance: The Project has received a will-serve letter from the Central Basin 
Municipal Water District for reclaimed water and will use available reclaimed water for 
cooling purposes at the facility. 

California Environmental Quality Act. Public Resources Code §21000 et seq.: 
CEQA Guidelines. 14 CCR §15000 et seq.; Appendix G.  The CEQA Guidelines 
(Appendix G) contain definitions of projects, which can be considered to cause 
significant impacts to water resources. 

The administering agency for the above authority is the CEC. 

Compliance:  Based on the water resources analysis conducted for the Project, the 
Project is not expected to cause significant impacts to water sources, as described in 
Section 8.14 of the AFC (water Resources). 

The California Safe Drinking Water and Toxics Enforcement Act (California Health 
& Safety Code §25249.5 et seq.).  Prohibits actions contaminating drinking water with 
chemicals known to cause cancer or possessing reproductive toxicity. 

The administering agency for the above authority is the Los Angeles RWQCB. 

Compliance: The Project will discharge industrial wastewater to the County Sanitation 
Districts of Los Angeles County’s sewer system.  An Industrial Wastewater Discharge 
Permit application has been prepared and submitted to the City of Vernon, Department 
of Community Services & Water for review and approval before being sent to the County 
Sanitation District for their approval and issuance of the permit. 

California Endangered Species Act (CESA) California Fish and Game Code 2070.  
Any agency reviewing a proposed project must determine whether any State listed 
endangered or threatened species may be present in the project area and whether the 
Project will have a potentially significant impact on such species.  The California 
Department of Fish and Game (CDFG) has the responsibility for maintaining a list of 
threatened, endangered, and “candidate”, species and “species of special concern” 
which serve as “watch lists.” 

The administering agency for the above authority is the CDFG. 

Compliance:  Based on a review of the CNDDB, there are no special status species 
within a one-mile radius of the property boundary of the project site. 

General Industrial Activities Storm Water Permit 40 CFR 122.123 and 12.  Storm 
water runoff from industrial facilities must comply with standards. 

The administering agency for the above authority is the SWRCB. 

Compliance:  The City submitted an NOI to the SWRCB in March 2002 to gain coverage 
under the State’s General Industrial Activities Storm Water Permit.  The City’s WDID is 
419S017169.  The City has also prepared a draft SWPPP. 
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Local Authorities and Administering Agencies 

County Sanitation Districts of Los Angeles County Wastewater Ordinance – April 
1, 1972 (As Amended July 1, 1998) 

Administering Agency: County Sanitation Districts of Los Angeles County/City of Vernon 
Department of Community Services & Water. 

Compliance:  The Project has submitted an Industrial Wastewater Discharge Permit 
application to the City of Vernon and will comply with the discharge limits of the 
Sanitation Districts Industrial Discharge Permit for operation and the City of Vernon’s 
Construction/installation specifications. 

11.16 §2022 (b)(1)(C) 

Comment 

Please provide a discussion of expected changes to Laws, Ordinances, Regulations and 
Standards (LORS). 

Response 

No LORS pertaining to water quality and water resources are anticipated to change 
between the time of filing an application and certification by CEC.  However, should 
changes to LORS occur, the City of Vernon will take appropriate actions to ensure that 
the MGS will be in compliance with the changes. 

11.17 §2022 (b)(1)(D) 

Comment 

Please provide a letter from the Regional Water Quality Control Board (RWQCB) stating 
the project’s compliance with the general National Pollution Discharge Elimination 
System (NPDES) permit. 

Please provide a letter from the Public Owned Treatment Works (POTW) stating they 
are willing and able to receive the waste and stating any conditions, limits, or 
pretreatment required. 

Response 

The City submitted the following permit applications for the construction and operation of 
the MGS on February 21, 2002 to the State Water Resources Control Board (SWRCB): 

• Notice of Intent (NOI) – General Permit to Discharge Storm Water 
Associated with Construction Activities.  A copy of this NOI is provided in 
Appendix E. 

• Notice of Intent – General Permit to Discharge Storm Water Associated 
with Industrial Activities.  A copy of this NOI is provided in Appendix E. 



Malburg Generating Station 
Response to Data Adequacy Recommendation Water Resources Responses 
 

11-22 
K:\Reports\R1382 (Vernon-Combined Cycle)\DataAdequacy3\11.0 Water Resources.doc 5/1/02 

The SWRCB has assigned the Identification Numbers as 419S317697 and 419S017169 
for the construction and industrial activities, respectively.  A copy of the letter received 
from the SWRCB for each NOI is provided in Appendix E.  The City has also prepared 
the draft Industrial and Construction Activities Storm Water Pollution Prevention Plan 
(SWPPP) / Monitoring Programs for the project as part of the National Pollutant 
Discharge Elimination System requirements.  The table of contents of both SWPPPs are 
provided in Appendix E. 

A draft industrial wastewater discharge permit application is provided in Appendix P of 
the AFC.  This permit application has also been submitted to the City of Vernon, 
Department of Community Services & Water.  The application was developed in 
accordance to the County Sanitation Districts of Los Angeles County’s (CSDLAC’s) 
sewer ordinance (http://www.lacsd.org/iw/iwmain.htm) and industrial wastewater 
discharge permit requirements (“Information and Instructions for Obtaining an Industrial 
Wastewater Discharge Permit” at http://www.lacsd.org/iw/IWPERMIT.htm).  Although 
CSDLAC can prescribe effluent limits for each industrial facility on a case-by-case basis, 
the projected effluent limits based on the industrial classification are provided in the 
sewer ordinance and are reflected in Tables 8.14-3, 8.14-5, and 8.14-6 in the AFC.  All 
permit conditions again are prescribed in the sewer ordinance and are addressed in 
Section 8.14.1.2.3.  The pretreatment system will essentially consist of a coalescing oil-
water separator and a flow monitoring system, which are described in Section 8.14.2.2 
on page 8.14-11 in the AFC and in Appendix P.  A letter from the CSDLAC was received 
on February 12, 2002 stating their willingness to accept the waste generated by the 
MGS.  This letter is shown as Figure 11-1. 

11.18 §2022 (b)(2)(E) 

Comment 

Please provide the information required for stormwater discharge and any other 
discharges that may affect the water quality of the state. 

Response 

During construction, best management practices will be implemented to minimize 
sediment transported off site by storm runoff.  Best management practices will also be 
implemented during the construction phase for potential pollutant sources (e.g., 
construction materials storage areas, vehicle and equipment maintenance and fueling 
areas) to minimize pollutants that could be transported off site by storm runoff. 

During operations, storm runoff will be regulated by the State's General National 
Pollutant Discharge Elimination System (NPDES) Permit for Storm Water Discharges 
associated with Industrial Activities and the Standard Urban Storm Water Management 
Plan (SUSMP).  The City has submitted a Notice of Intent to the State Water Resources 
Control Board along with the required fee to gain coverage under the General Permit.  A 
Storm Water Pollution Prevention Plan (SWPPP) will be prepared for the site, which will 
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identify potential pollutant sources on site and recommend the implementation of best 
management practices to minimize or eliminate the pollutant sources so that they are not 
transported off site by storm runoff. 

Industrial wastewater discharges from the site will discharge to the sanitary sewer 
system and be regulated by the City of Vernon and the County Sanitation Districts of Los 
Angeles County (CSDLAC).  Industrial wastewater discharged from the facility will be 
treated at the CSDLAC's Joint Water Pollution Control Plant in Carson and then 
discharged to the Pacific Ocean off of White Point.  An industrial wastewater discharge 
permit application has been prepared and submitted to the City for approval.  The 
approved industrial wastewater discharge permit will have discharge limits set forth that 
the facility will be requried to meet.  The CSDLAC in turn will have discharge limits set 
forth in their NPDES permit to discharge treated effluent from the Joint Water Pollution 
Control Plant to the ocean so that beneficial uses of the receiving waters are not 
degraded. 

Discharges of storm water and industrial wastewater from the project site are not 
expected to affect the water quality of the state.  A letter was received from the CSDLAC 
dated February 12, 2002 stating this fact.  This letter is provided as Figure 11-1. 

11.19 §2022 (b)(5)(B) 

Comment 

Please provide a will-serve letter or similar document from the provider of potable water 
to the project, indicating the provider's willingness to provide water to the project and 
describing all conditions under which the water will be provided, and a discussion of all 
other contractual agreements with the applicant pertaining to the provision of water to 
the project. 

Response 

A letter from Mr. Kevin Wilson of the Department of Community Services & Water was 
received on February 11, 2002 indicating the department’s willingness and ability to 
provide potable water to the MGS for domestic and emergency backup usages.  This 
letter is provided as Figure 11-7. 
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Figure 11-1 
Will Serve Letter From County Sanitation Districts of 

Los Angeles County for waste Water Service 
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Figure 11-1 (continued) 
Will Serve Letter From County Sanitation Districts of 

Los Angeles County for waste Water Service 
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Figure 11-4 
Surface Water Map 
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Figure 11-7 
Will Serve Letter from City of Vernon Department of 

Community Services & Water for Potable Water 

 



Malburg Generating Station 
Response to Data Adequacy Recommendation Water Resources Responses 
 

11-32 
K:\Reports\R1382 (Vernon-Combined Cycle)\DataAdequacy3\11.0 Water Resources.doc 5/1/02 

Figure 11-7 (continued) 
Will Serve Letter from City of Vernon Department of 

Community Services & Water for Potable Water 
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Figure 11-8 
Letter from Central Basin Municipal Water District Regarding Reclaimed Water 
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Figure 11-8 (continued) 
Letter from Central Basin Municipal Water District Regarding Reclaimed Water 
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APPENDIX E 

SUPPORTING STORM AND WASTEWATER DOCUMENTATION 
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